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Assogastecnici fa parte di EIGA, dove
opera fin dalle origini Il SAC, Safety
Advisory Counclil (ex SAG)

SAC, Safety Advisory Councill
EIGA : European Industrial Gases Association

The Safety Advisory Council was created out of the Safety Advisory Group in 2010, but its aims and objectives remain the same
and are at the core of EIGA's mission.

To strive to improve the safety performance of the European industnal and medical gases industry through its Member
Companies and Associations.

To improve the safe handling and use of industrial and medical gases at customers’ sites, taking into account that there are
more and more public uses of industrial, food and medical gases.

To monitor proposed EU legislation in the field of occupational safety and health and to consider the regulatory
consequences for the industry.

To determine the need for member information in the field of occupational safety and health and promote the issue of
relevant publications.
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h EIGA believes that all workers should understand and :
search for potential asphyxiation hazards, in enclosed
a e y spaces as well as near to equipment containing gases
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EIGA Life Saving Rule
Prepared by WG-8 Cryogenic Vessels Safety Info 27/20 g contains only an outline summary of the hazards of
and methods that can be used to control the risks

place.
: EIGA website to obtain information about

n, oxygen deficiency or the hazards of inert gases.

Operation of Transportable Vacuum Insulated
Containers for Industrial and Medical Gases

Summary

Over a number of years EIGA has received reports of serious incidents that have resulted in the rupture of
transportable vacuum insulated containers at filling stations and at user premises. Analysis of these incidents
indicates the root causes as failure to apply appropriate engineering standards, poor operating practice, lack of
periodic maintenance and inspection of safety devices and other important operating controls.

This Safety Information is intended to raise awareness of these serious
incidents and to provide the basic recommendations and rules to safely operate
these containers at our filling stations and user premises.
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RECOMMENDATIONS FOR
SAFE FILLING OF
CO, CYLINDERS AND BUNDLES

IGC Doc 83/08/E
Revision of IGC Doc 83/02/E

Photo 1 Photo 2

In the first case, while being carried on a customer truck a 160 litre transportable cryogenic container in oxygen
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In the second case a 196 litre transportable cryogenic container in nitrogen service ruptured at a cylinder filling PHONE +32 2 217 70 98 + FAX + 322 219 85 14 + E-mail :
station while stored in the storage area (Photo 2), resulting in serious damage to the building and equipment. @ EIGA 2005 - EIGA grants permission to reproduce this publication provided the Association is acknowledged
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DANGER ASPHYXIATION

In both cases, the relief devices failed to operate properly - either the safety valves were blocked due to corrosion
and/or being jammed by foreign body or the bursting disc didn't operate because it was of the wrong specification
(unauthorised customer modification). These hazardous conditions were not idenfified due to inadequate
maintenance and inspection.

© EIGA 2020 - EIGA grants permission to reproduce this publication provided the Association is acknowdedged as the source
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Tutti gli aspetti critici per la sicurezza del settore sono ormai ampiamente coperti e frutto di un continuo aggiornamento. L0 aaciazione produce

diversi strumenti che vanno dalle newsletter di sicurezza, alle linee guida tecniche, ai pacchetti formativi fino ai pieghevoli divulgativi
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Safety Alert

Rischio di formazione di atmosfere
sovraossigenate in strutture sanitarie nel corso
della pandemia da Covid-19

Marzo 2021

Alcuni recenti incidenti accaduti in strutture =anitarie hanno evidenziato la necessita di alzare il livello di
attenzione sul rigchio di formazione di atmosfere sowvraossigenate durante il trattamento di pazienti
affetti da Covid-19.

| potenziali rizchi associatl alla formazione di atmosfere sovracssigenate sono ben noli ma, durante la
pandemia da Covid-19, con la necessita di trattare molti pazienti con alti flussi di ossigeno — spesso
superiori anche a B0 litrifminuto — vi & il izchio che i sistemi di ventilazione degli ambienti non riescano
a mantenere il livello di ossigeno al di sotto del 23,5% in ara, favorendo quindi la creazicne di
atmosfere sovraossigenate.

L'incremento del livello di ossigeno nei reparti ove vengono frattati i pazienti ha effetti anche sui capi di
abbigliamento e sulle dotazioni del letti (prodotti tessili di vario genere) che gi “impregnanc” di osgigeno
ed in presenza di innesco potrebbero incendiarsi e bruciare velocemente.

In ambienti con alfi ivelll di cesigeno, & comungque durants il trattamento con ossigeno, occome inolire
prestare molta attenzione all’ufilizzo di creme e gel non specificatamente compatibili con tale gas a
causa della presenza di sostanze di orfgine organica (oli, grassi, ecc.) in guanto anch'esse possono
incendiars.

Quando un ambiente o un materale si amicchizcono di ossigeno, diventando cosi pil faciimente
inflammabili, una sorgente di energia, anche se debole, pud facimente fungere da innesco per guesti
materiali.

Ocecome quindi assicurarsi che ogni dispogitivo elettricofeletironico nelle vicinanze del paziente sia in
buono stato e non possa generare punti caldi o scinfille, che potrebbero causare lnnesco e la
combustione di capi d'abbigliamento, dotazioni dei letti ed altri mateniali presenti.

Mei reparti dove si somminisira ossigeno, pessono essere ulilizzati anche strumenti chirurgici nscaldati
o flamme libere: al fine di evitare eventuali inneschi, & necessaro che tali strumenti non vengano
utilizzati nelle vicinanze dei sistemi di somminigirazione ossigeno.

Deve essere inoltre vietato Fuso di sigaretie, anche elettroniche.
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Il CSG organizza convegni, come la Riunione
Nazionale di Sicurezza, indaga su incidenti e
mancati incidenti, produce linee guida, allerta di
sicurezza, training package di formazione.

In Assogastecnicl, Il Comitato Sicurezza Gas (CSG)
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